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TEL CORR. CORR. 
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C'l (IF REQUIRED) 200mm OF ffi CATCH BASIN 
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2.00 1. HYDRO, TEL & GAS LINES MAY BE INSTALLED ON EITHER 
100mm OF ASPHALT PAVEMENT SIDE OF RIGHT-Of-WAY. 

~ 
~ 0 0 100mm OF BASE COURSE 
0 I " 2. UTILITY SERVICES SHALL BE INSTALLED PRIOR TO FINAL 
> A Z 300mm OF SUBBASE COURSE ROM) PAVING, OR MAINS SHALl.. BE INSTAUED ON 80TH 
~ 0 

SIDES OF RIGHT-Of-WAY, TRENCHES THROUGH NEW FINAl.. 
PAVEMENT fOR INSTALLATION Of MAINS OR SERVICE 
CONNECTIONS WILL NOT BE PERMITIED. 
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~ ~ ~ 
3. PAVEMENT. SHALL BE LAID IN TWO LIFTS, INITIAL LIFT Of 

~ 
50mm BY THE OWNER AND FINAL LIFT Of 50mm. 

" < 4. ROAD ALLOWANCE MUST BE SHAPED TO fULL WIDTH Of 
~ " RIGHT-Of-WAY WITH CUT AND fiLL SLOPES ON PRIVATE LAND. 

5. ROAD LIGHTING TO BE DECORATlVE OR ORNAMENTAL AS REQUIRED. 
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~ " 6. 1.5m-l.8m BICYCLE PATH WHERE APPLICABLE. 
Z " = SEE BICYCLE NETWORK DRAWING. 
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DIMENSIONS SHOWN IN I.4ErRES 


